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            X              X Not allowed 

 Sanitary Seal Cap             X              X             X 

 Vent             X              X             X 

 Pump             X              X             X 

 Pitless Adaptor             X              X Not allowed 
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Electrical Service 

            X              X             X 

Disinfection             X              X             X 
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This table complies with the Reno County Sanitation Code, Chapter 3,
K.A.R. 28-30-2 (z) 

 & K.A.R. 28-30-6 (i)  

K.A.R. 28-30-6 (p)(3) 

at least 12 inches above  
ground level 

K.A.R. 28-30-6 (f)(1) 

PITLESS ADAPTOR  
K.A.R. 28-30-2 (u) AND 28-30-69(f)(3) 

K.A.R. 28-30-2 (p)(1), (2) & (3) 
K.A.R. 28-30-6 (b) & (c) 

K.A.R. 28-30-6 (d) 

 Article 3, Section 4, which in turn complies with Article 30 which is 
Kansas Administrative Regulation (K.A.R. 28‐30‐2 thru 28-30-10 as 
amended 06/07/2013)  and statutes in Article 12 which is Kansas 
Statutes Annotated (K.S.A. 82a-1201 thru 82a-1219 as amended 
05/20/2011)  

 

 
Reno County Public Works 

Environmental Division
600 Scott Boulevard 

South Hutchinson, KS 67505 
Phone: 620-259-2105 

Masters/EH/Handout#16 Well; Construction and Reconstruction; 6/09,1/10,1/11,12/13,8/16,1120, 02-24                            Handout #16 WWC

stephanie.king
Typewritten text
Reconstruction of a water well involving deepening the well or replacing, repairing, adding to, or any modification of the well the casing for the purpose of obtaining groundwater.An individual who constructs, or treats a water well (including alternations to the well casing to install a pitless adapter or unit) must be Kansas licensed water well contractor (or the land owner). Such work must comply with regulations in Article 30 (K.A.R. 28-30-2, et seq.).Well constructed or reconstructed must be reported on a water well record (Form WWC-5). Wells plugged must be reported on a well plugging record (Form WWC-5P). Completed forms must be submitted to the Kansas Department of Health and Environment, Bureau of Water, Geology, & Well Technology Unit.
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